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1. CIRCUT NUMBERS FOR CIRCUITS EMANATING FROM THIS SOALE: NONE
EQUPMENT WILL UTILIZE THE PANELBOARD DESIGNATIONS.

2. THE CIRCUIT NUMBER OF STARTERS OR CONTACTORS CATEGORY I NAMEPLATES. SPARE UNITS AND SPACES
LOGATED IN THE BOTTOM SECTION WILL BE THAT OF WARNING EQUIPMENT CODE TAG DO NOT REQUIRE ANY NAMEPLATES.
THE CIRCUIT FROM WHICH IT IS FED.

SCALE: NONE
3. CATEGORY IE NAMEPLATES MAY BE REQUIRED ON SOME
COMPARTMENTS DEPENDING ON THEIR SERVICE. ADDITIONAL
%‘ CATEGORY X NAMEPLATES MAY BE REQUIRED F LOAD

TRANSFER FUNCTIONS ARE INVOLVED.
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